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REMOVE EXISTING UTILITY
LINE, POLES AND GUYS (TYP)

REMOVE EXISTING
CONCRETE FOOTINGS (TYP)

REMOVE EXISTING
RETAINING WALL (TYP)

DEMOLISH & REMOVE
EXISTING BUILDING,

FOOTINGS, ETC. (TYP)

REMOVE ALL BOLLARDS
ON SITE (TYP)

DEMOLISH & REMOVE EXISTING
BUILDING, FOOTINGS, ETC. (TYP)

REMOVE EXISTING STORM DRAIN THAT WILL
NOT BE UTILIZED ON LATTER SHEETS (TYP)

REMOVE EXISTING CONCRETE PAD,
VALVE AND APPURTENANCES

REMOVE EXISTING STORM BOXES, PIPE,
ETC. FROM THIS POINT TO THE OUTLET

DEMOLISH & REMOVE EXISTING BUILDING,
FOOTINGS, HYDRANT, APPURTENANCES, ETC.

REMOVE ALL EXISTING HATCHED
CONCRETE THAT HAS NOT ALREADY

BEEN CALLED OUT FOR REMOVAL (TYP) REMOVE EXISTING STORM
BOXES, PIPE, ETC. FROM

THIS POINT TO THE OUTLET

DEMOLISH & REMOVE ALL EXISTING
HATCHED BUILDING, FOOTINGS,

ETC. THAT HAS NOT ALREADY BEEN
CALLED OUT FOR REMOVAL (TYP)

REMOVE EXISTING
FLAG POLE

REMOVE BOTH EXISTING
FDC'S AND APPURTENANCES

REMOVE EXISTING UTILITY
LINE, POLES AND GUYS

RETAIN EXISTING WALL,
STORM BOX AND DRAIN

REMOVE EXISTING RETAINING
WALL AND STORM DRAIN

REMOVE EXISTING STORM
DRAIN AND ASSOCIATED PIPE

RETAIN EXISTING WALL
FROM HERE TO STEPS

REMOVE EXISTING CONCRETE
LANDING, STEPS, ETC.

REMOVE EXISTING ELEVATED
STRUCTURE, FOUNDATIONS, ETC.

RETAIN EXISTING WALL, TRENCH
DRAIN AND STORM PIPING

SOUTH OF NEW RETAINING WALL

REMOVE EXISTING STORM
DRAIN AND PIPING

REMOVE EXISTING WATER
VALVE AND APPURTENANCES

RETAIN & TEST EXISTING
STORM DRAIN AND PIPING

REMOVE EXISTING
TRENCH DRAIN/WALL

REMOVE EXISTING
VALVE AND WATERLINE

REMOVE EXISTING WATER MANHOLE,
VALVE AND APPURTENANCES

RETAIN & TEST EXISTING
STORM BOX, PIPING, ETC.

REMOVE EXISTING CONCRETE WALK,
PAD, COLUMNS, FOOTINGS, WALLS, ETC.

DEMOLISH & REMOVE EXISTING
BUILDING, FOOTINGS, HYDRANT, ETC.

REMOVE (3) EXISTING FDC'S, ABANDON
SERVICES AND GUARDRAIL ALONG DRIVE

REMOVE EXISTING BUILDING,
WALL, STEPS, FOOTINGS, ETC.

REMOVE EXISTING FDC AND
ABANDON SERVICE

REMOVE EXISTING
RR TRACKS

REMOVE EXISTING WOODEN
DOCK, FOOTINGS, ETC.

REMOVE EXISTING RETAINING
WALLS AROUND TRACKS

REMOVE EXISTING SHED,
FOOTINGS, ETC.

REMOVE EXISTING STORM
DRAIN, PIPING, ETC.

REMOVE EXISTING SHED,
FOOTINGS, ETC.

REMOVE EXISTING WALL,
FOOTINGS, ETC.

REMOVE EXISTING CONCRETE PAD,
WALL, FOOTINGS, STEPS, ETC.

REMOVE EXISTING COVERED DOCK, WALL, METAL
BUILDING ADDITION, FOOTINGS, STEPS, ETC.

REMOVE EXISTING
STORM BOX, PIPING, ETC.

REMOVE EXISTING
FENCE (TYP)

REMOVE EXISTING
CONCRETE STEPS

RETAIN EXISTING WALL, TRENCH
DRAIN AND STORM PIPING

SOUTH OF NEW RETAINING WALL

REMOVE EXISTING COVERED
CONCRETE DOCK INCLUDING
COVERING, FOOTINGS, ETC.

REMOVE EXISTING FENCE

DEMOLISH & REMOVE EXISTING
BUILDING, FOOTINGS, ETC.

REMOVE EXISTING STORM
DRAIN, PIPING, ETC.

REMOVE EXISTING STORM DRAIN
PIPING, STRUCTURES, ETC.

REMOVE ALL EXISTING HATCHED
ASPHALT THAT HAS NOT ALREADY BEEN
CALLED OUT FOR REMOVAL (TYP)

REMOVE EXISTING TREE

REMOVE EXISTING
BACKFLOW PREVENTER

REMOVE EXISTING 4"
METER & MASONRY VAULT

EXISTING DROP INLET DRAINAGE STRUCTURE
TO REMAIN AND BE CONVERTED TO A

JUNCTION BOX WITH MANHOLE TYPE ACCESS

APPROXIMATE LOCATION OF
EXISTING DRAINAGE PIPE

EXISTING 6" VCP/PVC
SANITARY SEWER

EXISTING 4" WATER SERVICE SHALL
BE ABANDONED AT THE MAIN

ABANDON EXISTING SANITARY SEWER MANHOLE
RIM-637.93
INV IN-636.65
INV OUT-633.81

ABANDON EXISTING SANITARY
SEWER MANHOLE

RIM-627.49
INV IN N-625.17
INV OUT-625.09

ABANDON EXISTING SANITARY
SEWER MANHOLE
RIM-627.84
INV IN W-624.88
INV IN N-625.05
INV IN SE-624.93
INV OUT-624.76

SEWER ABANDONMENT
1. MANHOLES SHALL HAVE THE RING, COVER AND CONE

SECTION REMOVED AND THE BASE FILLED WITH
STRUCTURAL FILL.

2. THE SEWER PIPE UNDER THE BUILDING SHALL BE FILLED
WITH PRESSURIZED FLOWABLE CONCRETE FILL MATERIAL

ABANDON EXISTING SANITARY
SEWER MANHOLE

RIM-627.79
INV IN W-623.89

INV IN NE-623.79
INV OUT-623.78

REMOVE EXISTING HYDRANT

REMOVE EXISTING HYRANT

EXISTING 8" WATER MAIN

EXISTING SANITARY SEWER MANHOLE
RIM-630.20

INV IN N-625.46
INV OUT-621.13

EXISTING SANITARY SEWER MANHOLE
RIM-642.67
INV IN N-638.51
INV IN E-637.20
INV OUT-637.08

EXISTING 24" RCP

UTILITY NOTE:
PER CITY OF CONCORD CODE OF ORDINANCE CHAPTER 62, ARTICLE 3,
SECTION 62-98 (2) ALL MATERIALS, EQUIPMENT, LABOR, AND WORKMANSHIP
ASSOCIATED WITH PUBLIC WATER AND /OR SEWER EXTENSION AND/OR
MODIFICATION SHALL BE IN ACCORDANCE WITH AND SUBJECT TO THE
WATER AND SEWER AUTHORITY OF CABARRUS COUNTY'S STANDARD
SPECIFICATIONS; THE CITY OF CONCORD'S ORDINANCES, POLICIES, AND
STANDARD SPECIFICATIONS, AND THE NORTH CAROLINA ADMINISTRATIVE
CODE FOR WASTEWATER COLLECTION AND WATER DISTRIBUTION
SYSTEMS. IN THE EVENT OF CONFLICT BETWEEN THE WATER AND SEWER
AUTHORITY OF CABARRUS COUNTY'S STANDARD SPECIFICATIONS; THE
CITY OF CONCORD'S ORDINANCES, POLICIES, AND STANDARD
SPECIFICATIONS, OR THE NORTH CAROLINA ADMINISTRATIVE CODE, THE
MORE RESTRICTIVE REQUIREMENTS SHALL APPLY.

CITY OF CONCORD PUBLIC 8"
SEWER MAIN WITH 30' EASEMENT

DB 8046, PG 46

EXISTING PRIVATE
SEWER SERVICE

REMOVE EXISTING CONCRETE HEADWALL
AND 77LF OF CONCRETE PIPE

DocuSign Envelope ID: B4F0B8BE-AA9A-48BF-8867-C955F807A811
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PLAYGROUND
25 x 25 PICNIC

SHELTER
10 X 15

CITY OF CONCORD PUBLIC 8"
SEWER MAIN WITH 30' EASEMENT

DB 8046, PG 46

EXISTING PRIVATE
SANITARY SEWER MANHOLE

RIM-618.52
INV IN N-615.87 6" DIP

INV IN N-614.84 6" VCP
INV OUT-614.82

EXISTING SANITARY SEWER
MANHOLE

RIM-635.23
INV IN NW-633.38
INV IN NE-633.40
INV OUT-633.27

MODULAR BLOCK RETAINING
WALL - DESIGN BY

MANUFACTURER (TYP)

EAST WAREHOUSE INDOOR
PARKING - SEE ARCHITECTURAL
PLAN FOR LAYOUT

FIRE LANE STRIPING:
SEE SHEET 12 FOR DETAILS

CENTERLINE OF EXISTING
STREAM

30' SETBACK

FIRE LANE STRIPING:
STRIPING SHALL BE 12"

WIDE RED TRAFFIC
MARKING APPROVED PAINT

24" CONCRETE CURB AND GUTTER
(TYP. THROUGHOUT SITE)

6.5' CONCRETE SIDEWALK

5' CONCRETE SIDEWALK
6.5' CONCRETE SIDEWALK

6.5' CONCRETE SIDEWALK

5' CONCRETE SIDEWALK

5' CONCRETE SIDEWALK

BARRIER FREE RAMP
TYPE C (TYP)

26'

24
'

24'

20'

9' X 18' PARKING SPACE
(TYP. ALL SPACES)

26'

22
' S

TE
M

50' STEM

1013

4

12

4

4

10

5

8

4

14

8

3

7

44

7

14
22

24

BARRIER FREE RAMP
TYPE B (TYP)

BARRIER FREE
RAMP TYPE A

BARRIER FREE RAMP
TYPE B (TYP)

BARRIER FREE
RAMP TYPE A

28
'

33
'-4

"

24
'

VEGETATIVE
BUFFER

RAILROAD RIGHT OF WAY

26'

8" BY 6" TAPPING SLEEVE
AND 6" GATE VALVE AND 44

LF OF 6" RESTRAINED DIP
TO THE RPDA BFP.

24'

24'

24'

C

FIRE HYDRANT WITH 6" GV

FIRE DEPT. CONNECTION
W/CHECK VALVE

A 4" GATE VALVE

6" C900 DR-18 PVC SPRINKLER LINE

6" MASTER WATER METER VAULT

F

B 6" GATE VALVE

SITE SIGN - SEE
ARCHITECTURAL
PLANS FOR DETAILS

F

C

6" SCH 40 PVC SEWER
SERVICE LINE WITH
CLEANOUTS

79 LF  OF 6" PVC SEWER
SERVICE @1% SLOPE

ALL ACCESSIBLE PARKING AREAS SHALL
HAVE 4" THICK FIBER REINFORCED 4,000 PSI
CONCRETE WITH 4" OF ABC STONE (TYP)

6" THICK FIBER REINFORCED 5,000
PSI CONCRETE WITH 6" OF ABC
STONE

SEE ARCHITECTURAL PLANS FOR
DUMPSTER ENCLOSURE

HEAVY DUTY PAVEMENT (TYP)

21

6" THICK FIBER REINFORCED 5,000
PSI CONCRETE WITH 6" OF ABC

STONE

SEE ARCHITECTURAL PLANS FOR
DUMPSTER ENCLOSURE

OPEN CUT ROAD TO INSTALL
WATER CONNECTION

G

A

A

E 6" WATTS LF909 REDUCED PRESSURE
VALVE  IN ABOVE GROUND ENCLOSURE

J

E

D

D 6" WATTS 909 OR 957 RPDA IN
ABOVE GROUND ENCLOSURE

G

G

G

G

G

G

G

6" C900 DR-18 PVC DOMESTIC LINEH
4" C900 DR-18 PVC DOMESTIC LINEI

H

I

I

J

HIGH VISIBILITY
CROSSWALK PER NCDOT
DETAIL 1205.07 DETAIL C -
SEE SHEET

18.3'9' (
TY

P)

(TYP)

CONTRACTOR TO VERIFY EXISTING STORM
DRAIN PIPE LOCATION, SIZE, AND DEPTH

PRIOR TO STARTING UTILITY WORK. WATER
VAULT AND BACKFLOW DEVICES SHALL NOT

BE PLACED OVER THE DRAINAGE PIPE.

CONCRETE WHEEL
STOP (TYP)

BARRIER FREE RAMP
TYPE C (TYP)

13'

5'

20'
6'

3'

PARKING SIGN (TYP 3 PLACES)  SIGN
SHALL BE ON BOTH SIDES OF THE POST

10' BY 10' SITE TRIANGLE (TYP)

GROUND ELEV - 631.75
SEWER INV - 628.50
WATER INV - 627.50

APPROXIMATE LOCATION OF
EXISTING 8" WATER MAIN

EXISTING SANITARY SEWER MANHOLE
RIM-630.20

INV IN N-625.46
INV OUT-621.13 EXISTING SANITARY SEWER MANHOLE

RIM-642.67
INV IN N-638.51
INV IN E-637.20
INV OUT-637.08

EXISTING 6" VCP/PVC
SANITARY SEWER

UTILITY NOTE:
PER CITY OF CONCORD CODE OF ORDINANCE CHAPTER 62,
ARTICLE 3, SECTION 62-98 (2) ALL MATERIALS, EQUIPMENT,
LABOR, AND WORKMANSHIP ASSOCIATED WITH PUBLIC WATER
AND /OR SEWER EXTENSION AND/OR MODIFICATION SHALL BE
IN ACCORDANCE WITH AND SUBJECT TO THE WATER AND
SEWER AUTHORITY OF CABARRUS COUNTY'S STANDARD
SPECIFICATIONS; THE CITY OF CONCORD'S ORDINANCES,
POLICIES, AND STANDARD SPECIFICATIONS, AND THE NORTH
CAROLINA ADMINISTRATIVE CODE FOR WASTEWATER
COLLECTION AND WATER DISTRIBUTION SYSTEMS. IN THE
EVENT OF CONFLICT BETWEEN THE WATER AND SEWER
AUTHORITY OF CABARRUS COUNTY'S STANDARD
SPECIFICATIONS; THE CITY OF CONCORD'S ORDINANCES,
POLICIES, AND STANDARD SPECIFICATIONS, OR THE NORTH
CAROLINA ADMINISTRATIVE CODE, THE MORE RESTRICTIVE
REQUIREMENTS SHALL APPLY.

CONTRACTOR TO VERIFY SEWER
IS CONNECT TO GRAVITY MAIN
ALONG OFFICE DRIVE.

G

40 LF OF 0.25" WALL STEEL
ENCASEMENT FOR 6" PVC SEWER
SERVICE UNDER RETAINING WALL

B

11.25° BEND

13 LF OF 6" DIP
TO VAULT

B
6X6 TEE

90° BEND 13 LF
OF 6" DIP

6X6 TEE

EXISTING PRIVATE
SEWER SERVICE

REPLACE EXISTING SEWER WITH
20LF OF DIP CENTERED OVER WATER

15'X30' UTILITY
EASEMENT

RP

RPDA

17 LF OF 6" PVC
@ 1% SLOPE

86 LF OF 6" PVC
SEWER SERVICE

@ 1% SLOPE

PUBLIC CLEANOUT WITH
MINI MANHOLE ENCLOSURE

PRIVATE CLEANOUT
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10' BY 10' SITE TRIANGLE (TYP)

CONCORD NC LANDSCAPE NOTES:
1. LANDSCAPE CONTRACTOR SHALL COORDINATE AN ON-SITE
MEETING WITH THE CITY ARBORIST BEFORE INSTALLATION OF ANY
PLANT MATERIAL.
2. ALL WORK SHALL BE IN ACCORDANCE WITH THE CURRENT
EDITION OF THE ANSI A300 STANDARD FOR TREE, SHRUB, AND
OTHER WOODY PLANT MANAGEMENT-STANDARD PRACTICES.
3. ALL PLANT STOCK SHALL COMPLY WITH THE CURRENT EDITION
OF ANSI Z60.1 AMERICAN STANDARD FOR NURSERY STOCK.
4. ALL PLANTING AREAS SHALL MEET THE REQUIREMENTS OF THE
CONCORD DEVELOPMENT ORDINANCE ARTICLE 11 AND TECHNICAL
STANDARDS ARTICLE 7.
5. HEIGHT AND WIDTH OF PLANT MATERIAL SUPERSEDES
CONTAINER SIZE.
6. UTILITIES SHALL BE LOCATED BEFORE PLANTING.
WWW.NC811.ORG.
7. PLANTING LOCATIONS WILL BE ADJUSTED TO PROVIDE
SUFFICIENT SPACE FOR UTILITIES, EASEMENTS, STREET LIGHTING,
TRAFFIC SIGNS, AND SIGHT TRIANGLES. 5’ CLEARANCE AROUND
ALL SIDES OF FIRE HYDRANTS AND UTILITY APPURTENANCES. NO
TREES SHALL BE PLANTED WITHIN 75’ OF A STOP SIGN. NO PLANTS
OR TREES LOCATED WITHIN SITE TRIANGLES. 15’ CLEARANCE FROM
ALL STREET LIGHT POLES.
8. ANY PROPOSED REDESIGN OF THE APPROVED PLANTING PLAN
OR PLANT SPECIES SUBSTITUTIONS SHALL BE APPROVED BY THE
CITY ARBORIST BEFORE INSTALLATION.
9. ALL TREES AND THEIR PLANTED LOCATION SHALL BE INSPECTED
BY CITY STAFF BEFORE APPROVAL. ANY PLANT MATERIAL WHICH
HAS DIED, TURNED BROWN, OR DEFOLIATED PRIOR TO INSPECTION
SHALL BE REJECTED.
10. ANY PROPOSED PRIVATE IRRIGATION MAY BISECT BUT SHALL
NOT RUN PARALLEL WITHIN UTILITY EASEMENTS OR STREET RIGHT
OF WAYS, AND SHALL MEET THE REQUIREMENTS OF THE CITY OF
CONCORD CODE OF ORDINANCE CHAPTER 62, SECTION 62-164.

ENTIRE PLANTING BED

NOTES:

OMIT COLLAR AROUND EACH SHRUB
WHEN IRRIGATION SYSTEM IS PRESENT.

INSTALL TOP OF PLANT BALL 2"-3"
ABOVE ADJACENT GRADE.

TAMP PLANTING MIX FIRMLY AS PIT IS
FILLED AROUND EACH PLANT BALL.

SOAK EACH PLANT BALL AND PIT
IMMEDIATELY AFTER INSTALLATION.

SEE SPECIFICATIONS FOR OTHER
PLANTING REQUIREMENTS.

1.

2.

3.

4.

5.

MIN. 4" LAYER OF
APPROVED MULCH

TYP. COLLAR
MIN. 2" HT.

"V" TRENCH AROUND

EDGE OF
PLANTING BED

CUT ROOTS AS NECESSARY
IN CONTAINERIZED PLANTS

THAT ARE POT BOUND
TAMP SOIL MIX UNDER EACH PLANT
BALL TO MINIMIZE SETTLEMENT

PLANT MIX
(AS SPECIFIED)

MOUND SOIL FIRMLY
AROUND RAISED ROOT BALL

10"
DEPTH

TOP OF ROOT BALL 2"-3"
ABOVE EXISTING GRADE

6"
MIN.

6"
MIN.

4"

NOTES:

REMOVE WIRE OR NYLON TWINE FROM
BALL.

SOAK ROOT BALL AND PLANT PIT
IMMEDIATELY AFTER INSTALLATION.

1.

2.

3/4" NYLON STRAP

ROOT CROWN TO BE
AT FINISH GRADE ±"

1"x2"x18" WOOD STAKE WITH
CENTERED 3/8" HOLE

DRIVEN IN LINE WITH STRAP

FINISH
GRADE

UNDISTURBED
EARTH

RAISE PIT BOTTOM TO SET BUTTRESS ROOTS
AT THE CORRECT HEIGHT. FIRM SOIL UNDER

ROOT BALL.

REMOVE TYPICAL EXCESS SOIL
FROM GROWER OVER ROOT

SYSTEM, UP TO 1" DEPTH.
REJECT PLANTS WITH MORE THAN 3".

6" SLIP KNOT WITH STOP KNOT.
6" LARGER THAN TREE DIAMETER

REMOVE TOP 1/3 BURLAP AND
ANY NAILS/PINS, ETC.

PLANTING MIX

MAXIMUM LAYER OF MULCH

KEEP MULCH AWAY FROM
TRUNK 1" TO 2"

VARIES
ROOT BALL DIA.

6"8" 6" 8"

SHEET 14

SHEET 15

SHEET 16

SHEET 17

SHEET 18

SHEET 18
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A3.01

DEMO NOTES (ALL BUILDINGS):
1. REFERENCE MPE DRAWINGS FOR ADDITIONAL NOTES AND

REQUIREMENTS
2. REFERENCE STRUCTURAL DRAWINGS FOR ADDITIONAL NOTES

AND REQUIREMENTS
3. REFERENCE BUILDING PLANS FOR UNIT NUMBERS.
4. REFERENCE HANDICAP AND FAIR HOUSING NOTES/SHEET FOR

ADDITIONAL REQUIREMENTS.
5. FIELD VERIFY ALL DIMENSIONS. INCLUDING DOORS AND

WINDOWS.
6. RESTORE EXISTING ITEMS TO ORIGINAL CONDITION THAT

REMAIN INTACT SUCH AS TRIMS, PLASTER CEILINGS, WOOD
FLOORINGS, WALL MATERIALS, CEILINGS, AND OTHER ITEMS
NOT NOTED.

7. REPAIR DAMAGE TO EXISTING SURFACES DURING
INSTALLATION AND CONSTRUCTION.

8. TAKE PICTURES BEFORE THE START OF WORK, AND AFTER
INSTALLATION OF NEW WORK, SEND ONE DIGITAL COPY TO
OWNER AND ARCHITECT WITH DESCRIPTION OF LOCATION AND
WORK.

9. WHEN COMPLETING WALL DEMOLITION PATCH, FINISH AS
NECESSARY TO MATCH ADJACENT WALLS.

10. GENERAL CONTRACTOR SHALL VISIT THE SITE BEFORE THE
START OF WORK. AND IS RESPONSIBLE FOR VERIFICATION OF
ALL DEMOLITION CONDITIONS INCLUDING FINISHES AND
MATERIALS AS NOTED IN THESE DRAWINGS AND THE SCOPE OF
WORK. FIELD VERIFY PRIOR TO BIDDING. ANY AMBIGUOUS
ITEMS, OR DISCREPANCIES SHALL BE BROUGHT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO BIDDING.

11. WHERE AN EXISTING FINISH SURFACE IS TO REMAIN, REPAIR
AND PATCH ALL LOCATIONS ASSOCIATED WITH DEMOLITION
AND REMOVAL OF ADJACENT FINISHES, FRAMING, FASTENERS,
ETC.

12. ADDITIONAL DEMOLITION INFORMATION SPECIFIC TO TRADE IS
IDENTIFIED WITHIN SITE, STRUCTURAL, MECHANICAL,
PLUMBING, ELECTRICAL & FIRE PROTECTION DRAWINGS.
REVIEW ALL SECTIONS AND OTHER DRAWINGS FOR FULL SCOPE
OF DEMOLITION AS REQUIRED.

13. PROTECT ALL MATERIALS, DOORS/FRAMES, AND FINISHES THAT
ARE TO REMAIN AT COMPLETION.

14. THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ALL
TEMPORARY MEASURES REQUIRED TO MAINTAIN THE
STRUCTURAL INTEGRITY OF THE BUILDING AFTER ANY
DEMOLITION WHICH RENDERS ANY PART OF THE BUILDING
STRUCTURALLY UNSTABLE.

15. NO DEMOLITION SHALL OCCUR WHICH LEAVES THE BUILDING
INTERIOR WITHOUT WEATHER PROTECTION. ALL DEMOLITION
OF EXTERIOR SURFACES SHALL BE FOLLOWED IMMEDIATELY BY
PROTECTIVE CONSTRUCTION. GENERAL CONTRACTOR SHALL
INSURE THAT TEMPORARY PROTECTION FROM WEATHER IS
PROVIDED AND INSTALLED AT ALL EXPOSED OPENINGS.

16. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND
MORTAR. GENERAL CONTRACTOR SHALL IDENTIFY ALL
MASONRY DEMOLITION WORK BEFORE THE START OF BIDDING.

17. PATCH EXISTING CONCRETE SURFACES FOR CRACKS, SPALLING,
AND CHIPS NOT NOTED ON DOCUMENTS. AREAS SHALL BE
PATCHED TO MATCH ADJACENT SURFACE FINISH, TEXTURE, AND
COLOR BEFORE BIDDING OR START OF WORK.

18. PERFORM ALL WORK ACCORDING TO MANUFACTURES
RECOMMENDATIONS AND WRITTEN INSTRUCTIONS.

19. FOLLOWING ANY DEMOLITION AND/OR REMOVAL, PATCH AND
REPAIR ALL EXISTING DISTURBED SUBSTRATES AND FINISHES
TO MATCH EXISTING SUBSTRATES AND FINISHES, OR PREPARE
EXISTING ADJACENT CONSTRUCTION TO ACCOMMODATE NEW
CONSTRUCTION AND SCHEDULED FINISHES.

20. PREP ALL WALLS, FLOORS, AND CEILINGS FOR NEW FINISH AND
PAINTS.

21. REMOVE ALL EXISTING ROOFING.
22. REPLACE ROOFING WITH NEW EPDM OR TPO. CHECK AND

REPLACE ALL DAMAGED SUBSTRATE. REPLACE ALL PARAPET
FLASHING, PIPE FLASHING, AND OTHER APPURTENANCES
ASSOCIATED WITH ROOFING. 30-YEAR ROOFING WARRANTY.

23. SURVEY THE ROOF BEFORE THE START OF WORK OR BIDDING,
AND REQUEST CLARIFICATION OF ANY QUESTION OR
DISCREPANCIES FROM THE ARCHITECT BEFORE THE START OF
WORK.

24. REMOVE ALL “RUST AND CORROSION. FROM DOOR, WINDOW,
PIPE COLUMNS, LINTELS. CLEAN, PRIME, AND REPAINT STEEL
LINTELS.

25. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND
MORTAR.

29. GUTTER SIZES SHALL BE CALCULATED BY CONTRACTOR
ACCORDING TO DESIGN CRITERIA BY AHJ. SUBMIT
CALCULATION TO ARCHITECT WITH ROOFING SHOP DRAWINGS.
INSTALL GUTTERS WITH ADEQUATE SLOPE TO PROVIDE
POSITIVE DRAINAGE TO DOWNSPOUTS. PROVIDE GALVANIZED
BRACKETS MATCHING DOWNSPOUT COLOR. PROVIDE
GALVANIZED METAL (OR SIMILAR) LEADER TO DRAIN TILE
BELOW GRADE OR PER CIVIL DRAWINGS.

30.  REMOVE ALL VEGETATION GROWING ON BUILDING.
31.  REMOVE ALL GRAFFITI, ATTACHED PLYWOOD AND FASTENERS,

OR MATERIAL NOT CONGRUENT OR ARCHITECTURALLY PART
THE STRUCTURE, FACADE, OR SITE.

32. ALL ITEMS OF HISTORIC VALUE ON SITE SHALL REMAIN
UNCHANGED OR MODIFIED. CONTACT THE ARCHITECT IF
QUESTION ARISE AS TO THE HISTORIC VALUE OF AN ITEM OR
ANY COMPONENT. DIGITAL PICTURES ARE TO BE TAKEN OF ALL
HISTORIC ITEMS FOR OWNERS USE. EXAMPLE: WINDOWS ARE TO
REMAIN UNLESS BLOCKING NEW WORK.

33. SAND AND REFINISH EXISTING METAL SIDING,
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A3.08

DEMO NOTES (ALL BUILDINGS):
1. REFERENCE MPE DRAWINGS FOR ADDITIONAL NOTES AND

REQUIREMENTS
2. REFERENCE STRUCTURAL DRAWINGS FOR ADDITIONAL NOTES AND

REQUIREMENTS
3. REFERENCE BUILDING PLANS FOR UNIT NUMBERS.
4. REFERENCE HANDICAP AND FAIR HOUSING NOTES/SHEET FOR

ADDITIONAL REQUIREMENTS.
5. FIELD VERIFY ALL DIMENSIONS. INCLUDING DOORS AND WINDOWS.
6. RESTORE EXISTING ITEMS TO ORIGINAL CONDITION THAT REMAIN

INTACT SUCH AS TRIMS, PLASTER CEILINGS, WOOD FLOORINGS,
WALL MATERIALS, CEILINGS, AND OTHER ITEMS NOT NOTED.

7. REPAIR DAMAGE TO EXISTING SURFACES DURING INSTALLATION
AND CONSTRUCTION.

8. TAKE PICTURES BEFORE THE START OF WORK, AND AFTER
INSTALLATION OF NEW WORK, SEND ONE DIGITAL COPY TO OWNER
AND ARCHITECT WITH DESCRIPTION OF LOCATION AND WORK.

9. WHEN COMPLETING WALL DEMOLITION PATCH, FINISH AS
NECESSARY TO MATCH ADJACENT WALLS.

10. GENERAL CONTRACTOR SHALL VISIT THE SITE BEFORE THE START
OF WORK. AND IS RESPONSIBLE FOR VERIFICATION OF ALL
DEMOLITION CONDITIONS INCLUDING FINISHES AND MATERIALS AS
NOTED IN THESE DRAWINGS AND THE SCOPE OF WORK. FIELD
VERIFY PRIOR TO BIDDING. ANY AMBIGUOUS ITEMS, OR
DISCREPANCIES SHALL BE BROUGHT TO THE ATTENTION OF THE
ARCHITECT PRIOR TO BIDDING.

11. WHERE AN EXISTING FINISH SURFACE IS TO REMAIN, REPAIR AND
PATCH ALL LOCATIONS ASSOCIATED WITH DEMOLITION AND
REMOVAL OF ADJACENT FINISHES, FRAMING, FASTENERS, ETC.

12. ADDITIONAL DEMOLITION INFORMATION SPECIFIC TO TRADE IS
IDENTIFIED WITHIN SITE, STRUCTURAL, MECHANICAL, PLUMBING,
ELECTRICAL & FIRE PROTECTION DRAWINGS. REVIEW ALL SECTIONS
AND OTHER DRAWINGS FOR FULL SCOPE OF DEMOLITION AS
REQUIRED.

13. PROTECT ALL MATERIALS, DOORS/FRAMES, AND FINISHES THAT
ARE TO REMAIN AT COMPLETION.

14. THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ALL TEMPORARY
MEASURES REQUIRED TO MAINTAIN THE STRUCTURAL INTEGRITY
OF THE BUILDING AFTER ANY DEMOLITION WHICH RENDERS ANY
PART OF THE BUILDING STRUCTURALLY UNSTABLE.

15. NO DEMOLITION SHALL OCCUR WHICH LEAVES THE BUILDING
INTERIOR WITHOUT WEATHER PROTECTION. ALL DEMOLITION OF
EXTERIOR SURFACES SHALL BE FOLLOWED IMMEDIATELY BY
PROTECTIVE CONSTRUCTION. GENERAL CONTRACTOR SHALL
INSURE THAT TEMPORARY PROTECTION FROM WEATHER IS
PROVIDED AND INSTALLED AT ALL EXPOSED OPENINGS.

16. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND MORTAR.
GENERAL CONTRACTOR SHALL IDENTIFY ALL MASONRY
DEMOLITION WORK BEFORE THE START OF BIDDING.

17. PATCH EXISTING CONCRETE SURFACES FOR CRACKS, SPALLING,
AND CHIPS NOT NOTED ON DOCUMENTS. AREAS SHALL BE PATCHED
TO MATCH ADJACENT SURFACE FINISH, TEXTURE, AND COLOR
BEFORE BIDDING OR START OF WORK.

18. PERFORM ALL WORK ACCORDING TO MANUFACTURES
RECOMMENDATIONS AND WRITTEN INSTRUCTIONS.

19. FOLLOWING ANY DEMOLITION AND/OR REMOVAL, PATCH AND
REPAIR ALL EXISTING DISTURBED SUBSTRATES AND FINISHES TO
MATCH EXISTING SUBSTRATES AND FINISHES, OR PREPARE
EXISTING ADJACENT CONSTRUCTION TO ACCOMMODATE NEW
CONSTRUCTION AND SCHEDULED FINISHES.

20. PREP ALL WALLS, FLOORS, AND CEILINGS FOR NEW FINISH AND
PAINTS.

21. REMOVE ALL EXISTING ROOFING.
22. REPLACE ROOFING WITH NEW EPDM OR TPO. CHECK AND REPLACE

ALL DAMAGED SUBSTRATE. REPLACE ALL PARAPET FLASHING, PIPE
FLASHING, AND OTHER APPURTENANCES ASSOCIATED WITH
ROOFING. 30-YEAR ROOFING WARRANTY.

23. SURVEY THE ROOF BEFORE THE START OF WORK OR BIDDING, AND
REQUEST CLARIFICATION OF ANY QUESTION OR DISCREPANCIES
FROM THE ARCHITECT BEFORE THE START OF WORK.

24. REMOVE ALL “RUST AND CORROSION. FROM DOOR, WINDOW, PIPE
COLUMNS, LINTELS. CLEAN, PRIME, AND REPAINT STEEL LINTELS.

25. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND MORTAR.

29. GUTTER SIZES SHALL BE CALCULATED BY CONTRACTOR
ACCORDING TO DESIGN CRITERIA BY AHJ. SUBMIT CALCULATION TO
ARCHITECT WITH ROOFING SHOP DRAWINGS. INSTALL GUTTERS
WITH ADEQUATE SLOPE TO PROVIDE POSITIVE DRAINAGE TO
DOWNSPOUTS. PROVIDE GALVANIZED BRACKETS MATCHING
DOWNSPOUT COLOR. PROVIDE GALVANIZED METAL (OR SIMILAR)
LEADER TO DRAIN TILE BELOW GRADE OR PER CIVIL DRAWINGS.

30.  REMOVE ALL VEGETATION GROWING ON BUILDING.
31.  REMOVE ALL GRAFFITI, ATTACHED PLYWOOD AND FASTENERS, OR

MATERIAL NOT CONGRUENT OR ARCHITECTURALLY PART THE
STRUCTURE, FACADE, OR SITE.

32. ALL ITEMS OF HISTORIC VALUE ON SITE SHALL REMAIN UNCHANGED
OR MODIFIED. CONTACT THE ARCHITECT IF QUESTION ARISE AS TO
THE HISTORIC VALUE OF AN ITEM OR ANY COMPONENT. DIGITAL
PICTURES ARE TO BE TAKEN OF ALL HISTORIC ITEMS FOR OWNERS
USE. EXAMPLE: WINDOWS ARE TO REMAIN UNLESS BLOCKING NEW
WORK.

33. REMOVE EXISTING METAL SIDING, REPLACE WITH NEW 40 YR.
WARRANTED METAL SIDING. PER QAP APPENDIX 1-THRESHOLD
CRITERIA SECTION.
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PRESERVATION OF EXISTING STAIRS:
1. RESTORE EXISTING ITEMS TO ORIGINAL CONDITION THAT

REMAIN INTACT SUCH AS TRIMS, PLASTER CEILINGS, WOOD
FLOORINGS, WALL MATERIALS, CEILINGS, AND OTHER ITEMS
NOT NOTED.

2. REPAIR DAMAGE TO EXISTING SURFACES DURING
INSTALLATION AND CONSTRUCTION.

3. TAKE PICTURES BEFORE THE START OF WORK, AND AFTER
INSTALLATION OF NEW WORK, SEND ONE DIGITAL COPY TO
OWNER AND ARCHITECT WITH DESCRIPTION OF LOCATION AND
WORK.

4. WHEN COMPLETING WALL DEMOLITION PATCH, FINISH AS
NECESSARY TO MATCH ADJACENT WALLS.

5. GENERAL CONTRACTOR SHALL VISIT THE SITE BEFORE THE
START OF WORK. AND IS RESPONSIBLE FOR VERIFICATION OF
ALL DEMOLITION CONDITIONS INCLUDING FINISHES AND
MATERIALS AS NOTED IN THESE DRAWINGS AND THE SCOPE OF
WORK. FIELD VERIFY PRIOR TO BIDDING. ANY AMBIGUOUS
ITEMS, OR DISCREPANCIES SHALL BE BROUGHT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO BIDDING.

6. WHERE AN EXISTING FINISH SURFACE IS TO REMAIN, REPAIR
AND PATCH ALL LOCATIONS ASSOCIATED WITH DEMOLITION
AND REMOVAL OF ADJACENT FINISHES, FRAMING, FASTENERS,
ETC.

7. PROTECT ALL MATERIALS, DOORS/FRAMES, AND FINISHES THAT
ARE TO REMAIN AT COMPLETION.

8. THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ALL
TEMPORARY MEASURES REQUIRED TO MAINTAIN THE
STRUCTURAL INTEGRITY OF THE BUILDING AFTER ANY
DEMOLITION WHICH RENDERS ANY PART OF THE BUILDING
STRUCTURALLY UNSTABLE.

9. NO DEMOLITION SHALL OCCUR WHICH LEAVES THE BUILDING
INTERIOR WITHOUT WEATHER PROTECTION. ALL DEMOLITION
OF EXTERIOR SURFACES SHALL BE FOLLOWED IMMEDIATELY BY
PROTECTIVE CONSTRUCTION. GENERAL CONTRACTOR SHALL
INSURE THAT TEMPORARY PROTECTION FROM WEATHER IS
PROVIDED AND INSTALLED AT ALL EXPOSED OPENINGS.

10. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND
MORTAR. GENERAL CONTRACTOR SHALL IDENTIFY ALL
MASONRY DEMOLITION WORK BEFORE THE START OF BIDDING.

11. PATCH EXISTING CONCRETE SURFACES FOR CRACKS, SPALLING,
AND CHIPS NOT NOTED ON DOCUMENTS. AREAS SHALL BE
PATCHED TO MATCH ADJACENT SURFACE FINISH, TEXTURE, AND
COLOR BEFORE BIDDING OR START OF WORK.

12. PREP ALL WALLS, FLOORS, AND CEILINGS FOR NEW FINISH AND
PAINTS.

13. REMOVE ALL “RUST AND CORROSION. FROM
DOOR, WINDOW, PIPE COLUMNS, LINTELS. CLEAN, PRIME, AND
REPAINT ANY STEEL LINTELS.

14. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND
MORTAR.
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50341

PRESERVATION OF EXISTING STAIRS INTACT:
1. RESTORE EXISTING ITEMS TO ORIGINAL CONDITION THAT

REMAIN INTACT SUCH AS TRIMS, PLASTER CEILINGS, WOOD
FLOORINGS, WALL MATERIALS, CEILINGS, AND OTHER ITEMS
NOT NOTED.

2. REPAIR DAMAGE TO EXISTING SURFACES DURING
INSTALLATION AND CONSTRUCTION.

3. TAKE PICTURES BEFORE THE START OF WORK, AND AFTER
INSTALLATION OF NEW WORK, SEND ONE DIGITAL COPY TO
OWNER AND ARCHITECT WITH DESCRIPTION OF LOCATION AND
WORK.

4. WHEN COMPLETING WALL DEMOLITION PATCH, FINISH AS
NECESSARY TO MATCH ADJACENT WALLS.

5. GENERAL CONTRACTOR SHALL VISIT THE SITE BEFORE THE
START OF WORK. AND IS RESPONSIBLE FOR VERIFICATION OF
ALL DEMOLITION CONDITIONS INCLUDING FINISHES AND
MATERIALS AS NOTED IN THESE DRAWINGS AND THE SCOPE OF
WORK. FIELD VERIFY PRIOR TO BIDDING. ANY AMBIGUOUS
ITEMS, OR DISCREPANCIES SHALL BE BROUGHT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO BIDDING.

6. WHERE AN EXISTING FINISH SURFACE IS TO REMAIN, REPAIR
AND PATCH ALL LOCATIONS ASSOCIATED WITH DEMOLITION
AND REMOVAL OF ADJACENT FINISHES, FRAMING, FASTENERS,
ETC.

7. PROTECT ALL MATERIALS, DOORS/FRAMES, AND FINISHES THAT
ARE TO REMAIN AT COMPLETION.

8. THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ALL
TEMPORARY MEASURES REQUIRED TO MAINTAIN THE
STRUCTURAL INTEGRITY OF THE BUILDING AFTER ANY
DEMOLITION WHICH RENDERS ANY PART OF THE BUILDING
STRUCTURALLY UNSTABLE.

9. NO DEMOLITION SHALL OCCUR WHICH LEAVES THE BUILDING
INTERIOR WITHOUT WEATHER PROTECTION. ALL DEMOLITION
OF EXTERIOR SURFACES SHALL BE FOLLOWED IMMEDIATELY BY
PROTECTIVE CONSTRUCTION. GENERAL CONTRACTOR SHALL
INSURE THAT TEMPORARY PROTECTION FROM WEATHER IS
PROVIDED AND INSTALLED AT ALL EXPOSED OPENINGS.

10. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND
MORTAR. GENERAL CONTRACTOR SHALL IDENTIFY ALL
MASONRY DEMOLITION WORK BEFORE THE START OF BIDDING.

11. PATCH EXISTING CONCRETE SURFACES FOR CRACKS, SPALLING,
AND CHIPS NOT NOTED ON DOCUMENTS. AREAS SHALL BE
PATCHED TO MATCH ADJACENT SURFACE FINISH, TEXTURE, AND
COLOR BEFORE BIDDING OR START OF WORK.

12. PREP ALL WALLS, FLOORS, AND CEILINGS FOR NEW FINISH AND
PAINTS.

13. REMOVE ALL “RUST AND CORROSION. FROM
DOOR, WINDOW, PIPE COLUMNS, LINTELS. CLEAN, PRIME, AND
REPAINT ANY STEEL LINTELS.

14. IF MASONRY WORK IS IDENTIFIED BY THE CONTRACTOR FOR
REPAIR, TOOTH IN NEW WORK. MATCH BRICK AND/OR MORTAR
WITH EXISTING. SUBMIT COLOR SAMPLES FOR BRICK AND
MORTAR.
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